The following figure illustrates an acceptable method of fireblocking with a staggered wood stud wall to provide either one- or two-hour fire-resistive construction.

**Figure 1/Rated construction with staggered wood stud walls**

![Diagram showing fire-resistant construction with staggered wood stud walls](image)

**Plan View**

![Plan View diagram](image)

**Section A-A**

![Section A-A diagram](image)

This information is available in alternative formats for persons with disabilities.
To request this information in alternative format, call (619) 446-5446 or (800) 735-2929 (TT)