
wire 
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grounded to pole 
steel with lug. 

STEEL CONDUIT NON-METALUC CONDUIT 

See Detail A 

DIRECT BURIAL FOUNDATION 

Attach ground wire 
under anchor nut. 

1/2" Rigid 
Conduit 

STEEL CONDUIT NON-METALUC CONDUIT 

ANCHOR BASE FOUNDATION 

3/ 4" x 8' copper covered steel ground rod. 

Alternate Ground: 15' no. 4 stranded copper 
wire, coiled. 

Approved non-metallic conduit. 

Steel conduit. 

Steel Conduit Anchor Rods CD 
0 
0 
8 DETAIL A 

Revision By Approved Date 
ORIGINAL Kercheval 12 7 
Add Metric T. Stanton 03/03 

Reformatted T. Stanton 04/06 

Delete Metric D. Gerschoffe 06/12 

SAN DIEGO REGIONAL STANDARD DRAWING 

GROUNDING 
OF CONCRETE LIGHTING STANDARDS 

RECOMMENDED BY THE SAN DIEGO 
REGIONAL STANDARDS COMMITTEE 

Ch 

DRAW1NG 
NUMBER E-2 


