
MULCH DEPTH PER PLAN-----
FINISHED GRADE 

1---1-1------ 3" MIN CLEAR 

AIR / VACUUM RELIEF VALVE-----~___J'/__--_J::il. 
PER LEGEND 

~"PVC COUPLING (TxT)----~~rJ_-_ ___I 

6" ROUND VALVE BOX----_---1 
WITH LOCKING LID 

e-------\jl--.-------- 3" MIN CLEAR ~"SCH 80 RISER __ -~~_H_--­
(LENGTH AS REQUIRED) 

0000 00000 
STANDARD BRICK SUPPORTS (3) ffi ffi 

3'8" PEA GRAVEL .. / fEPfEP 
4" MIN DEPTH --------~~-~-:-J~oc:£oc:£ 

0".....r-"-""'" 

oct? oct? 0 

00000~_--.J 
oct? oct? 0 
00 00 00 
oqpnqp~m-, 

LATERAL P.V.C. PIPING PER LEGEND 

PLUMBED TO PVC 

MULCH DEPTH PER PLAN--------; 3" MIN CLEAR 

AIR /VACUUM RELIEF VALVE ----~~_n_--_~ 
PER LEGEND 

6" ROUND VALVE BOX __ ----'-:-11 
WITH LOCKING LID 1-----.... 

BARBED SxSxT TEE 

STANDARD 

oct? oct? oct? oct? oct? 0 

00000000000(1....,.........,----' 
BRICK SUPPORTS (3) ~~ffJoct?oct?oct?oct?oct?o 

. .00000000000000 
~ 0 oct? oct? oct? oct? oct? oct? 

3'8" PEA GRAVEL -----. . 
4" MIN DEPTH 

PLUMBED TO DRIPPER LINE 

NOTES: 

1. INSTALL AIR /VACUUM RELIEF VALVE AT HIGH POINT(S) IN VALVE CIRCUIT. 

2. HEAT-BRAND VALVE BOX LID "AR". 

3. VALVE SHALL BE CENTERED IN BOX. 

4. TEFLON TAPE SHALL BE USED ON THREADED CONNECTIONS. 
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