
NOlES: 

SEE DETAIL 'A' 

DETAIL •A• MANHOLE 
FRAME & COVER 

PVC UNER 
SEE NOTE 3 

eo· DIA 
MANHOLE SEE NOTE 2 

MANHOLE BASE 
SEE NOTE 4 

WALL OF MANHOLE 

DETAIL •s• MANHOLE 
JOINT SECTIONS 

2 MANHOLES FOR SEWER MAINS 18" AND LARGER SHALL BE COAlED AND LINED 
1 ~ REFER TO AGENCY SPECIFICATIONS WHERE APPLICABLE 

3 MANHOLE SHAFT AND CONE SECTIONS, AND GRADE RINGS SHALL HAVE A PVC LINER PLACED 
WITH T -SHAPED SUPPORTS INlEGRALL Y CAST INTO THE CONCRElE 

4) ELASTOMERIC POLYURETHANE COATING SHALL BE APPLIED TO THE INlERIOR OF MANHOLE 
BASES 

5) MA lERIALS SHALL BE SELEClED FROM THE AGENCY'S APPROVED MA lERIALS LIST 
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