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TO LOCK THE KEY BOX.

ONCE THE KNOX BOX IS INSTALLED, NOTIFY THE PUBLIC UTILITIES DEPARTMENT, CROSS CONNECTION CONTROL UNIT 

KNOX KEY BOX TO BE INSTALLED ADJACENT TO THE WUR ENTRANCE WITHIN 4 - 6 FEET.

THE PUBLIC UTILITIES DEPARTMENT, SYSTEM CODE: SS-01-0503-05-14.

TO PURCHASE A KEY BOX CONTACT THE KNOX COMPANY (800) 552-5669 AND PROVIDE 

IDENTIFY THE TYPE OF EQUIPMENT CONTAINED WITHIN THE WUR WITH APPROPRAITE SIGNAGE.

THE WUR MUST BE FIRE RATED FOR ONE HOUR PER THE FIRE & RESCUE DEPARTMENT.

PROVIDE ADEQUATE CLEARANCE AROUND THE EQUIPMENT TO ALLOW FOR TESTING AND MAINTENANCE.

MOISTURE BARRIERS SHALL BE APPLIED TO ALL EXPOSED AREAS WITHIN THE WUR TO PREVENT DAMAGE.

A CONCRETE FLOOR PLAN WITH FLOOR DRAINS MUST PROVIDE DRAINAGE FOR INTERMEDIATE DISCHARGES.

ACCESS DOORS OR GATES MUST PROVIDE DRAINAGE FOR FULL DISCHARGES AWAY FROM THE BUILDING.

ACCESS FROM STREET LEVEL THROUGH THIS EXTERIOR WALL.

THE  WUR MUST BE DESIGNED AT STREET LEVEL, ADJACENT TO EXTERIOR WALL OF THE BUILDING, AND ALLOW 

WUR's MAY CONTAIN BACKFLOW PREVENTION EQUIPMENT OR CITY WATER METERS (EASEMENT REQUIRED).

PROVIDE ACCESS INTO THE WUR BY STORING KEYS WITHIN A KNOX KEY BOX.

IN UTILIZING THE WUR OPTION, THE BUILDING OWNER AGREES TO REQUIREMENTS OF SDW-141.

THE WUR APPLIES ONLY TO BUILDINGS BUILT AT THE PROPERTY LINE WITH ZERO SETBACK.

THE WUR MUST BE APPROVED BY THE PUBLIC UTILITIES & DEVELOPMENT SERVICES DEPARTMENTS.

SEPARATION OF MAINTENANCE RESPONSIBILITIES.

CITY WATER METERS INSTALLED WITHIN WET UTILITY ROOM (WUR), REFER TO SDW-157 FOR 
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