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FOR DRAWING OF THE METER INSTALLATION SEE WS-04 (SHEET 1 OF 2) 

NOTES: 
1) REFER TO AGENCY SPECIFICA liONS WHERE APPLICABLE 
2) TO BE USED WHERE BOTH DOMESTIC SERVICE AND FIRE PROTECTION ARE INSTALLED ON THE 

SAME PRIVATE SYSTEM 
3) LOCATION OF METER SHALL BE APPROVED BY THE DISTRICT ENGINEER PRIOR TO INSTALLATION 

IN ACCORDANCE WITH STANDARD DWG WS-06 
4) 8" OR 10" METERS TO BE DESIGNED BY AN ENGINEER AND SUBMITTED FOR 

AGENCY'S APPROVAL AS NEEDED ON A CASE-BY-CASE BASIS 5l JOINT RESTRAINT SHALL BE IN ACCORDANCE WITH AGENCY SPECIFICA liONS 
6 METERS SHALL BE FURNISHED AND INSTALLED BY THE AGENCY OF JURISDICTION 
7 4" METER REQUIRES A 48" x 60" VAULT 6" METER REQUIRES A 48" x 72" VAULT 
8 IN AREAS WHERE GROUND WATER IS PRESENT THE AGENCY'S ENGINEER MAY REQUIRE A 

SEALED SUMP TO BE CONSTRUCTED 
9) CONNECTIONS TO STEEL WATER MAINS SHALL BE IN ACCORDANCE WITH AGENCY SPECIFICATIONS 
10)MATERIALS SHALL BE SELECTED FROM THE AGENCY'S APPROVED MATERIALS 

LIST 

ITEM 
SIZE AND DESCRIPTION 

ITEM 
SIZE AND DESCRIPTION NO NO 

CD 2" x REQUIRED LENGTH TYPE "K" COPPER @ FRP VAULT WITH HINGED ACCESS DOOR, 
PIPE SEE NOTE 7 

I 
2" BRONZE CORPORATION STOP @ 12" DIAMETER x 6" LONG PVC PIPE 

LINE SIZE x 2" SERVICE SADDLE 
@ 4" OR 6" PVC PIPE 2" 90" COMPRESSION ELL (TYPICAL) 

4" OR 6" FLG x MJ RWGV MECHANICALLY 9 LINE SIZE x 24" LONG FLANGED RESTRAINED, SEE NOTE 5 
DUCTILE-IRON SPOOL 

® LINE SIZE x 6" LONG FLG x PE @) 8" GATE WELL. SEE WV-01 & WV-02 

DUCTILE -IRON SPOOL 

I 0 2" COMPRESSION, LOCKABLE BALL VALVE HINGED VAULT ACCESS DOOR 

ADJUSTABLE PIPE SUPPORT (TYPICAL) 

® 4" OR 6" FLEXIBLE COUPLING 6" CLASS "B" CONCRETE FLOOR WITH #3 
BARS 0 12" C.C. 

® LINE SIZE x 30" LONG FLG x PE 8 6" DG BASE COMPACTED TO 90% 
DUCTILE-IRON SPOOL 12" DIAMETER x 12" DEEP, i" GRAVEL 

@) 4" OR 6" FIREUNE METER SEE NOTE 6 SUMP, SEE NOTE 8 
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