
• x 2" DISC DETAIL "A" 
FLAT STACK WELDED 

1" STEEL ROUND STOCK 
LENGTH AS REQUIRED 

NOTES: 
1) REFER TO AGENCY SPECIFICATIONS WHERE APPLICABLE 
2) EXTENSION STEUS SHALL BE ROUND STEEL TUBING OF SOLID DESIGN (NO PINNED 

COUPLINGS PERUITTED) 
3) VALVES DEEPER THAN 5' AND 2" AIR VALVES REQUIRE A VALVE STEU EXTENSION OR 

AS REQUIRED BY THE AGENCY OF JURISDICTION 
4) EXTENSION STEUS SHALL NOT BE ATIACHED/BOLTED TO OPERATING NUT OF THE VALVE 
5) MATERIALS SHALL BE SELECTED FROU THE AGENCY'S APPROVED MATERIALS 
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