FOR TRENCH RESURFACING
ON IMPROVED STREETS,
SEE SDG-107 OR SDG-108.
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34" CRUSHED ROCK

SECTION

NOTES:
1. (*) INDICATES MINIMUM RELATIVE COMPACTION.

2. BEDDING MATERIAL SHALL BE SAND, CRUSHED AGGREGATE, OR NATIVE FREE-DRAINING GRANULAR MATERIAL. 100%
SHALL PASS NO. 4 SIEVE AND HAVE A SAND EQUIVALENT OF NOT LESS THAN 30.
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PIPE BEDDING AND TRENCH BACKFILL i I
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